NOTES:

1. DROP MANHOLES SHALL BE USED ON ALL SANITARY SEWER WITH MORE THAN 2 FEET VERTICAL DROP AT MANHOLE, NOT TO EXCEED 8 FEET.

2. IF THE SANITARY SEWER VERTICAL DROP IS LESS THAN 2 FEET, TIE SEWER LINE INTO FLOWLINE.

3. CONCENTRIC CONES SHALL BE USED AT THE DIRECTION OF THE GOVERNING AUTHORITY.

4. MAINS SHALL BE SLOPED TO FALL AT LEAST 0.1 FEET ACROSS MANHOLE SECTION.

5. PIPE SECTION WITHIN MANHOLE MAY BE P.V.C.

6. MANHOLE STEPS ARE NOT REQUIRED.

7. REFER TO DETAIL SHEET (MANHOLE – GENERAL NOTES) FOR ADDITIONAL INFORMATION.