ELECTRICAL POLE SETUP

WEATHER HEAD

WIRE AT LEAST 12' ABOVE FINISH GRADE

3' WIRE FOR POWER COMPANY CONNECTION

CONDUIT OR SERVICE CABLE

TREATED 20' ROUND POLE WITH 5'' TOP

OR 20'
6''x6'' TREATED POST TEMPORARY SERVICE ONLY

2' MINIMUM ABOVE FINISH GRADE

METER SOCKET FROM POWER COMPANY

RAIN TIGHT DISCONNECT OR PANEL

MUST FEED MAIN BREAKER NOT LUGS

6' (FEET) MINIMUM

1 GROUND WIRE
2 GROUND RODS

TERMINATE GROUND WIRE IN DISCONNECT